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Mode Priority G Y1 Y/Y2 B W W1 W2 E/AUX DH Display

OFF / 0 0 0 0 0 0 0 0 * 00

FAN 1 0 0 * 0 0 0 0 * 01

Cooling stage 1

6

7

* 1 0 0 0 0 0 0 1 02

Cooling stage 2 * * 1 0 0 0 0 0 1 03

Dehumidification 1 * 1 0 0 0 0 0 0 0 04

Dehumidification 2 * * 1 0 0 0 0 0 0 05

Heat pump stage 1

5

* 1 0 1 0 0 0 0 1 06

Heat pump stage 2 * * 1 1 0 0 0 0 1
07

Heat pump stage 2 * * * * 1 0 0 0 1

Furnace

3

* 0 0 * 0 1 0 0 *
12

Furnace

Furnace

* 0 0 * 0 0 1 0 *

* 0 0 * 0 1 1 0 * 12

4

* 1 0 1 0 1 0 0 1

12

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

* 1 0 1 0 0 1 0 1

* * 1 1 0 1 0 0 1

* * * * 1 1 0 0 1

* * 1 1 0 0 1 0 1

* * * * 1 0 1 0 1

* 1 0 1 0 1 1 0 1

12* * 1 1 0 1 1 0 1

* * * * 1 1 1 0 1

Furnace 1 * * * * * * * 1 * 12

Heating zone control

2

* 1 0 1 0 * * 0 0

13Heating zone control * * 1 1 0 * * 0 0

Heating zone control * * * * 1 * * 0 0

Note:
1: 24V signal
0: No 24V signal
*: 1 or 0.
The AHU will turn off if the 24V input cannot meet the table.

24V SIGNAL CHART(COOLING & HEATING)
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Mode Priority G Y1 Y/Y2 B W W1 W2 E/AUX DH Display

OFF / 0 0 0 0 0 0 0 0 * 00

FAN 1 0 0 * 0 0 0 0 * 01

Cooling stage 1

6

7

* 1 0 0 0 0 0 0 1 02

Cooling stage 2 * * 1 0 0 0 0 0 1 03

Dehumidification 1 * 1 0 0 0 0 0 0 0 04

Dehumidification 2 * * 1 0 0 0 0 0 0 05

Furnace

5

* 1 0 1 0 0 0 0 1 12

Furnace * * 1 1 0 0 0 0 1
12

Furnace * * * * 1 0 0 0 1

Furnace

3

* 0 0 * 0 1 0 0 *
12

Furnace

Furnace

* 0 0 * 0 0 1 0 *

* 0 0 * 0 1 1 0 * 12

4

* 1 0 1 0 1 0 0 1

12

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

Furnace

* 1 0 1 0 0 1 0 1

* * 1 1 0 1 0 0 1

* * * * 1 1 0 0 1

* * 1 1 0 0 1 0 1

* * * * 1 0 1 0 1

* 1 0 1 0 1 1 0 1

12* * 1 1 0 1 1 0 1

* * * * 1 1 1 0 1

Furnace 1 * * * * * * * 1 * 12

Furnace

2

* 1 0 1 0 * * 0 0

12Furnace * * 1 1 0 * * 0 0

Furnace * * * * 1 * * 0 0

Note:
1: 24V signal
0: No 24V signal
*: 1 or 0.
The AHU will turn off if the 24V input cannot meet the table.

24V SIGNAL CHART(COOLING ONLY)










